BIHAR GRID COMPANY LIMITED

Loading level of T Assets
Month:[june'2022
[ Load
Voltage Grade | S.No|Name of TL | MW Remark
| Max [ Time | Date [ wi Time | Date ‘Avg of Month
A. Power Flow in 400kV tranmission line
Naubatpur - Patna(PG) ckt - 01 -492.22 17:00 -06-2022 -149.23 15:00 -2022 -371.47
Naubatpur - Patna(PG) ckt - 02 -495.38 17:00 2022 -150.77. 15:00 -2022 -373.31
Naubatpur - Balia(PG) ckt - 01 405.39 17:00 -06-2022 60.76 15:00 -2022 270.04
400 kv (08 Naubatpur - Balia(PG) ckt - 02 408.9 17:00 -06-2022 63.35 15:00 -2022 27217
nos.) Jakkanpur - ) ckt - 01 -552.4: 01:00 08-06-2022 -44.76 07:00 25-06-2022 -284.30
Jakkanpur - ) ckt - 02 -553.0: 01:00 08-06-2022 -44.36 07:00 25-06-2022 -284.80
Jakkanpur - _Patna(PG) ckt - 01 554.6 01:00 08-06-2022 44.33 07:00 25-06-2022 285.84
8 [Jakkanpur - Patna(PG) ckt - 02 5517 01:00 08-06-2022 4452 07:00 2506-2022 283.68
B. Power Flow in 220kV tranmission line
[Haiipur - Amnour ckt-01 -181.39 : -06-2022 -22. 2022 97.4
[Haiipur - Amnour ckt-02 17267 : -06-2022 22 06-2022 93.2
[Patna (PG) - Khagaul ckt-02 84. X 2022 06-2022 -60.
| 4 |Patna (PG) - Khagaul ckt-O: 84.6. -2022 -2022 -60..
[ 5 [Khiiirsarai - Biharsharif ckt-0L 1431 2022 -2022 -84.
|6 |Khiiirsarai - Biharsharif ckt-02 1439 06-2022 06-2022 -85.
(7 [Khiiirsarai - Bodh Gava ckt-01 58, 2022 -2022 30,
|8 [Khiiirsarai - Bodh Gava ckt-02 58, 06-2022 2022 =30
[ 9 [Khiiirsarai - Gava (PG) ckt-( -87. 2022 -2022 -56..
[10 [Khiiirsarai - Gava (PG) ckt-( -87. -06-2022 2022 56,
| 11 [Khiiirsarai - Narhat ckt-01 12913 -2022 -2022 90.
[ 12 [Khilirsarai - Narhat ckt-02 128.98 -06-2022 -06-2022
arhat - Sekhoour Sarai ckt-01 81.17 2022 -2022
arhat - Sekhopur Sarai ckt-02 8 2022 : 06-2022
ekhopur Sarai - Haveli Kharagpur ckt-01 7 4-06-2022 21 1 15062022
ekhoour Sarai - Haveli Kharagour ckt-02 B 5062022 16 T5: 15062022
220 kv (38 aveli Kharagpur - Goradih ckt-01 - 05-06-2022 07 21 04-06-2022 00
nos.) 18 |Haveli Kharagpur - Goradih ckt-02 0 0 0 00: 0 0.00 jlf;” connected but no power
Mokama-Biharsharif ckt-1 -81.70 - -2022 -0.92
Mokama-Biharsharif ckt-2 -80.50 X E 5-06-2022 .90
Mokama-BTPS ckt-1 -68.10 -2022 -32.77
Mokama-BTPS ckt-2 -68.10 X -06-2022 85
New - 01 -49.71 R -2022 .76
PG)-D New - 02 4971 X 2022 39776
Dumraon dokhar - 01 -70.89 R H -2022 .032
Dumraon New-Nadokhar - 02 7131 X E g -06-2022 5668
AralPG) Ckt-01 115.96 30.62 7 -2022 .91
ralPG) Ckt-02 11565 3011 7: 2022
Khagaul Ckt-01 4805 H -2022
Khaeaul Ckt-02 48.16 - 2022
Rhusaula Ckt-01 0.47 -2022
Bhusaula Ckt-02 047 -06-2022
Rihta Ckt-01 7.54 -2022
Bihta Ckt-02 7.66 - X 2022
Flow in 132 kv ion line
TAmnour - Siwan ckt-0L 72.68 0 X 034 0: 07-06-2022 8
|Amnour - Siwan ckt-02 83.62 A 0.05 7 28- 2022
[Amnour - Chhapara ckt-0: 60.77 X 6.98 : 18-06-2022
|_4 [Amnour - Chhapara ckt-O: 65.7¢ 7.15 18- 2022
[ 5 |[Khiiirsarai - Bodh Gava_ckt-03 X X 02:06-2022
|6 [Khiiirsarai - Waiirgani ckt -01 49. 7 07. 2022
7 [Kh Hul 0 38. X 05-06-2022 9
|8 [Khiiirsarai - Jehanabad ckt-01 66. .21 K 01 2022 96
|9 [Khiiirsarai - Jehanabad ckt-02 66. 6- 024 7 01-06-2022 4
larhat - Nawadah ckt-01 55.f A 9: 30- 2022 7
arhat - Nawadah ckt-02 55.81 .04 7 21-06-2022 4
avel aragpur - Sultangani ckt-01 0 0 : System connected but no
aveli Kharagpur - Sultangani ckt-02 0 0 power flow
avel aragpur - Lakhisarai ckt-01 -2022 25. 2-06-2022
aveli Kharagpur - Lakhisarai ckt-02 -2022 5. -2022
aveli Kharagpur- Jamalpur ckt-01 3006-2022 2.10 20062022 2258
1324 (33 avel aragpur- Jamalpur ckt-02 -2022 2 -2022 37
nos.) ekhopur Sarai - Sekhpura ckt-01 0 62022 2022 1928
ekhopur Sarai - Sekhpura ckt-02 0: -06-2022 £ 2022 19.57
ekhopur Sarai - Biharsar 0.00 00:00 01062022 00:00 30-06-2022 001
oradih - Sultangani ckt-01 2022 2022
oradih - Sultangani ckt-02 2022 2022
oradih - Kahalgaon ckt-0 2022 2020 flow
oradih - Kahalgaon ckt-02 2022 2022
oradih -Sabour ckt-0: T 2022 2020 E
oradih - Sabour ckt-02 4. 1-06-2022 2022
iokama-Hatidah ckt-01 06-2022 2022
ki ckt-02 . -2022 -2022 3
umraon N (BSPTCL) ckt-02 .2 2022 2022 488
umraon New-Buxar ckt-01 .7¢ -2022 K -2022 464
umraon New-Buxar ckt-02 7 06-2022 A 06-2022 408
laubatpur - Masaurhi ckt - 01 .9 -2022 )4 -2022 .13
laubatpur - Masaurhi ckt - 02 .8: -2022 4 -2022 17.85
. Load
Substation g MVA Capacity MW Remark
Details
Max_ | Time | Date | Min__| Time | Date
D. Power Flow in_transformer
1_[Tr-01/160 MVA, 220/132 kV 143.04 03:00 03-06-2022 292 09:00 29062022 95.91
amnour Gis | _2_|T-02/160 MVA, 220/132 V. 14489 03:00 03-06-2022 2318 09:00 29062022 97.18
3 [Tr-01/50 MVA, 132/33 kV. 28.46 00:00 01-06-2022 003 16:00 11062022 17.89
r-02/50 MVA, 132/33 kV 28.52 00:00 01-06-2022 0.03 16:00 11-06-2022 18.00
r-01/160 MVA, 220/132 kV. 107.08 20:00 26-06-2022 2432 17:00 01-06-2022 80.39
r-02/160 MVA, 220/132 kV. 110.15 20:00 26-06-2022 25.47 17:00 01-06-2022 83.01
KhijirSarai GIS r-01/50 MVA, 132/33 Not Commissioned
r-02/50 MVA, 132/33 11.86 : 9-06-2022 9: 3-06-2022 3.01
7-03/50 MVA, 132/3: 14.44 X 1-06-2022 3 3062022 887
T-01/160 MVA, 220/132 kV 71.20 K 4-06-2022 1 0-06-2022 2162
Narhat GIS 1-02/160 MVA, 220/132 kV 6331 8-06-2022 7 4-06-2022 19.38
7-01/50 MVA, 132/3; 864 04-06-2022 X 2 5-06-2022 589
r-02/50 MVA, 132/33 kV 2333 08: 28-06-2022 0.03 17: 1-06-2022 13.20
r-01/160 MVA, 220/132 kV. 50.40 20:( 3-06-2022 11 174 9-06-2022 24.88
Sekhopur Sarai r-02/160 MVA, 220/132 kV. 48.60 18: 4-06-2022 11 18:( 8-06-2022 24.99
-01/50 MVA, 132/33 K 1.00 07: 1-06-2022 0.20 01 1-06-2022 0.89
1-02/50 MVA, 132/33 i 19.00 05:00 29062022 09 17:00 20-06-2022 13.02
1_[Tr-01/160 MVA, 220/132 kV 55.10 13:00 20062022 230 20:00 20062022 2747
Haveli 2_[Tr-02/160 MVA, 220/132 kV 60.50 10:00 02:06-2022 1.20 20:00 20062022 26.30
Kharagpur GIS |3 _|Tr-01/50 MVA, 132/3; 9.40 11:00 17-06-2022 1.00 05:00 19-06-2022 586
r-02/50 MVA, 132/33 kV 4.30 22:00 12-06-2022 1.10 11:00 09-06-2022 2.89
r-01/160 MVA, 220/132 kV. 0.00 00:00 01-06-2022 0.00 00:00 30-06-2022 -0.01
Goradih GIS -02/160 MVA, 220/132 kV. Not Commissioned
r-01/50 MVA, 132/33 K 1180 | 1000 | 14062022 | 100 | 1500 | 19-06-2022 6.8
T-02/50 MVA, 132/33 k! 1760 | 1900 | 11-06-2022 | 060 | 22:00 |  18-06-2022 123
T-01/160 MVA, 220/132 kV Not C
Mokama GIS -02/160 MVA, 220/132 kV 12080 |  07:00 | 07-062022 | 1420 | 1500 |  15-06-2022 68.93
-01/80 MVA, 132/3 Not Commissioned
-02/80 MVA, 132/3: 11.6( 0:00 -06-2022 0.00 2022 3.450
T-01/160 MVA, 220132 KV 5115 7:00 5-2022 71,97 06-2020 103384
Dumraon GIS r-01/80 MVA, 132/33 22.6¢ 0:00 -06-2022 0.17 -2022 18.016
1-02/80 MVA, 132/33 004 4:00 5-2022 003 -06-2020 0008
- A, 400/220 Not Commissioned
X MVA, 400/22 26269 | 16:00 |  08-06-2022 10386 | 16:00 | 18-06-2022 -26.77
- A, 220/1 4793 | 16:00 | 14062022 1393 | 0400 |  30-06-2022 -35.53
Naubatpur 615 T A, 220/1 Not Commissioned
r-01/80 MVA, 132/33 016 | 0900 | 18062022 | 002 | 11:00 |  24-06-2022 0.09
- /A, 132/33 Not Commissioned
i A, 400/22 005 [ 1700 | 01062020 | 002 [ 0100 [ 0106-2020 004
- MVA, 400/220 Not C
i A, 220/132 008 [ 1500 | 01-062020 | 003 | 1800 |  18-06-2020 007
Jakkanpur GIS = A, 220/132 Not €
r-01/80 A, 132/33 Not Cc
r-02/80 A, 132/33 Not C
r-03/80 MVA, 132/33 Not C
8 |Tr-04/80 MVA, 132/33 005 |  06:00 | 30062022 | 004 | 1500 |  01-06-2020 004
Bhusaula GIS 1 r-01 100 /A, 220/33kV. | ‘ I ‘ I
Note Negative sign(-) denote import of power and positive sign (+) denote export of power .For example (-) 181.39 MW in Hajipur - Amnour ckt-2 denotes import of 181.39 MW from Hajipur /S to Amnour §/S and

83.62 MW in Amnour -Siwan ckt-2 denotes 83.62 MW from Amnour to Siwan S/S.




